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Figure 4-16b.  Control system ladder diagram for bypass multizone HVAC system.
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Figure 4-16e.  Control panel back panel layout for bypass multizone HVAC system.
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Figure 4-16h.  DDC control system ladder diagram for bypass multizone HVAC system.



TYPE CLOSE-OFF RATINGIDENTIFIER FUNCTION

VLV-XX-01 COOLING COIL VALVE
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Figure 4-16i.  DDC control system equipment for bypass multizone HVAC system.



DEVICE NO. DESCRIPTION

 1
 2

TT-XX-01   
TT-XX-02   OUTSIDE AIR TEMPERATURE    

MIXED AIR TEMPERATURE      AI
AI

TYPE

 3
 4

TT-XX-03   
TT-XX-04   COLD DECK TEMPERATURE      

RETURN AIR TEMPERATURE     AI
AI

 5
 6
 7
 8

IP-XX-01   
IP-XX-02   COOLING COIL VALVE         

MIXED AIR DAMPERS          AO
AO

 9
10
11
12

DPS-XX-01  
TSL-XX-01  FREEZESTAT                 

FILTER ALARM               DI
DI

13
14

SMK-XX-01  
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SUPPLY AIR SMOKE DETECTOR  DI
DI
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16 C-XX-04    SUPPLY FAN START/STOP      DO
17
18
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SUPPLY FAN STATUS          DI
DI
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AO
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Figure 4-16j.  DDC control system I/O table and data terminal strip layout for bypass multizone HVAC
system.


